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Abstract²In 2013, the University of Sheffield commissioned a 
1 MWh lithium-titanate (LTO) battery energy storage system 
(BESS), directly connected to the grid through an 11 kV feed. With 
a view to later on develop a comprehensive model structure for the 
whole battery pack ± key to many online battery management 
system (BMS) operations ± in this paper, an in-depth frequency-
domain analysis is performed on one of the constituent 2.3 V 20 Ah 
LTO cells, using a potentiostatic sine-swept method. A first-order 
resistor-capacitor (RC) equivalent-circuit model is put forward, 
capable of representing the LTO FHOO¶VLPSHGDQFHPDJQLWXGHZLWK
an error of less than 0.1 PThereafter, the performance of the 
proposed one-RC model structure for online SOC estimation is 
experimentally verified using the Extended Kalman Filter (EKF). 
The verification test is performed on a dynamic pulsed-power 
profile, derived from a real grid frequency-support service that is 
offered by several BESSs in the UK. 
Keywords²Lithium-Titanate; Battery; Equivalent-Circuit 
Modelling; Online; Kalman Filter; State-of-Charge; Estimation  
I.  INTRODUCTION 
The ever-increasing penetration of renewable energy sources 
(e.g. wind, solar, tidal) and the trending uptake of smart-grid 
technologies by distribution network operators (DNOs), such as 
distributed generation (DG) systems [1], has created instability 
issues in grid voltage and frequency profiles, often caused by 
poor reactive power management and lack of load-frequency 
control in DG systems [1]. As a remedy, large-scale battery 
energy storage systems (BESSs), ranging from several 
megawatts  [2] to a few tens of megawatts [3], have recently 
emerged to provide a variety of ancillary services [4] to 
supplement the grid¶V power quality around the work. 
Recent advances in battery chemistry technologies, (e.g. 
lithium-iron, lithium-nickel, lithium-titanate) have allowed for 
significant improvements in large-scale battery energy storages 
in terms of higher volumetric energy capacities, better round-trip 
efficiencies, faster response times and lower maintenance 
requirements [5]. However, these advances, solely, play an 
inadequate role in satisfying the complex requirements of power 
and energy flow management in distribution networks. Hence, 
advances in battery management systems (BMSs) are also vital 
for ensuring an optimum and reliable battery operation, without 
risking the safety or longevity of the incorporated cells. 
Integral to any modern BMS architecture is a set of 
intelligent algorithms (e.g. [6]) that provide estimates of various 
battery  states  and  parameters,  such as,  battery  internal 
 
Fig. 1. Photograph of (left) 1 MWh Toshiba SCiB BESS consisting of 21,120 
LTO cells, and (right) single 2.3 V 20 Ah test cell 
resistance, state-of-charge (SOC ± quantity of available charge 
compared to an initial capacity), state-of-power (SOP ± quantity 
of available instantaneous sink/source power), and state-of-
health (SOH ± a measure of degradation in either energy 
capacity or power capability of a battery), which would 
otherwise be impractical to measure directly. These estimators 
often employ lumped-parameter equivalent-circuit models [7] to 
produce an adequate representation of the underlying transient 
reactions that govern the power response of the BESS. 
In 2013, the University of Sheffield commissioned the first 
grid-tie lithium-titanate (LTO) BESS in the UK, called 
Willenhall Energy Storage System (WESS) [2], which consists 
of 21,120 20-Ah Toshiba LTO cells (Fig. 1) with a combined 
power/energy capacity of 2MW/1MWh. Now, due to the sheer 
number of cells involved and the complex BMS requirements 
for BESS energy/power control and management, it is crucial to 
have a firm understanding of the behavioural characteristics 
intrinsic to the utilised cell chemistry. Therefore, with a view to 
subsequently developing a comprehensive model for the 
2MW/1MWh battery storage deployed at WESS [2], this paper 
reports on the frequency-domain analysis and equivalent-circuit 
modelling of one of the high-energy 20 Ah LTO cells (Fig. 1) 
used in the pack. The LTO cell is set to undergo a series of 
characterisation tests under laboratory conditions.  
The tests include a static capacity measurement, an open-
circuit voltage (OCV) extraction test to derive an OCV-SOC 
function that is required for online SOC estimation; and an 
electrochemical impedance spectroscopy (EIS) test to provide 
an analysis of the LTO FHOO¶s frequency response over its 
operational SOC range and aid with the development of an 
electrical equivalent-circuit model structure, suitable for 
representing the LTO FHOO¶Vtransients. Finally, the performance 
of the LTO cell model for online SOC estimation is evaluated 
on a dynamic pulsed-power test profile that is derived based on 
a real grid-support frequency response application. The 
Extended Kalman Filter (EKF) ± a nonlinear variation of the 
original Kalman Filter algorithm ± is utilised to realise an online 
SOC estimation, which will be experimentally verified.     
II. LTO CELL MODELLING 
EIS is a well-known technique that is often employed to help 
with the understanding of various charge-transfer and capacitive 
reactions inherent to all cell chemistries. The general principle 
is to inject the cell with either a current (glavanostatic) or voltage 
(potentiostatic) sinusoid and measure its response, from which 
WKHFHOO¶VLPSHGDQFHFDQEHFDOFXODWHGDVDIXQFWLRQRIDQJXODU
frequency (߱ ൌ  ?ߨ݂). In this work, a potentiostatic EIS regime, 
similar to that reported in [8], was applied to the LTO test cell 
over a frequency range of  ? ൑ ݂ ൑  ?. The test was 
FDUULHGRXWRYHUWKHFHOO¶VHQWLUH62&UDQJHDWJUDQXODULW\ 
A. Cell Impedance Spectroscopy 
For a potentiostatic EIS test WKH FHOO¶V LPSHGDQFH, as a 
function of frequency, can be expressed as,  
 ܼO?߱O?ൌ ܷܫO?߱O?˶ ߶O?߱O? (1) 
 ܼO?߱O?ൌ ܼᇱ ൅ ܼᇱᇱ ܼᇱ ൌ ȁܼȁ  ? O?߶O?ǡ ܼᇱᇱ ൌ ȁܼȁ  ? O?߶O? (2) 
where ܷ is the amplitude of the injected voltage signal, ܫO?߱O? is 
the measured current response, ߶O?߱O? is the phase angle and ܼO?߱O? LV WKH FHOO¶V LPSHGDQFH In battery electroanalysis, it is 
common to display complex impedance data with Nyquist plots, 
where the negative imaginary (ܼᇱᇱ) component of impedance is 
plotted against its real (ܼᇱ) component. 
Fig. 2 compares the Nyquist plots obtained for the 20 Ah 
LTO test cell with that of a 3.3 Ah lithium-iron (LFP) cell and a 
3.6 Ah lithium-nickel (NMC) cell, all characterised 25°C and 
50% SOC. It is evident that, compared to the LFP and NMC cell 
chemistries, the LTO cell has the lowest internal series 
resistance (i.e. point ߙ where ܼᇱᇱ ൌ  ?ȳ). This is due to its 
metallic (titanate) coating of the anode electrode, which leads to 
a better ionic current conductivity, and thus, lower resistive 
losses at high current rates. This virtue makes LTO cells ideal 
for large-scale energy storage applications, where thermal 
management of the heat generated by the cells through internal 
resistive losses can curtail the performance of the whole pack.  
Moreover, it can be seen from Fig. 2 that the LTO cell does 
not exhibit the typical depressed semicircles associated with the 
formation of solid electrolyte interface (SEI) film over the 
surface of the anode electrode and the charge-transfer resistance 
and double-layer capacitance at both electrodes [9]. Instead, the 
spectrum crosses the real axis (i.e. point ߙ) at 5 Hz, with 
diffusional impedance dominating the spectrum from 5 Hz down 
to 5 mHz. This is represented by a 45° tail that runs upwards of   
 
Fig. 2. Comparison of impedance spectra for LTO, NMC, and LFP cells, 
measured at 25°C and 50% SOC, over 5 mHz and 5 kHz 
 
Fig. 3. Bode plots showing (a) magnitude and (b) phase RIWKH/72WHVWFHOO¶V
impedance obtained at 25°C, over several SOC levels 
point ߙ (i.e. 5 Hz) into the negative imaginary plane (i.e. 
approaching 5 mHz). Beyond 5 Hz, a large inductive loop is 
observable, which is inherent to LTO cell technology. 
Fig. 3 presents the bode magnitude and phase plots for the 
LTO test cell, obtained at 25°C and SOC levels of 20%, 40%, 
60% and 80%. Note that between 100 mHz and 100 Hz (blue 
subplot), the LTO cell has a fairly constant impedance response, 
behaving almost as an ideal resistor. This phenomenon can also 
EHDWWULEXWHGWRWKHPHWDOOLFFRDWLQJRIWKHFHOO¶VDQRGHZKLFK
implies that, instead of performing a frequency sweep (e.g. EIS 
method) to characterise the internal resistance of an LTO cell, it 
is possible to apply the cell with a single-frequency stimulant 
current in order to reprHVHQW WKH FHOO¶V UHVSRQVH RYHU WKH
frequency range of 100 mHz and 100 Hz.  
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B. Cell Model Structure 
In online battery modelling and state estimation problems, it 
is common to employ electrical equivalent-circuit models to 
represent WKHEDWWHU\¶Vdynamics in real time. These models (e.g. 
Fig. 4) are usually comprised of a voltage source that describes 
WKHEDWWHU\¶V2&9-SOC relationship, which is useful for online 
SOC estimation, and a resistor connected in series with a number 
of parallel RC branches. In [7], the authors have shown that a 
second-order RC model can sufficiently describe the short and 
long time-constant dynamics in LFP and NMC cells. However, 
as can be seen in Fig. 5, due to the dominant diffusional 
impedance effects in the tested LTO cell, a first-order RC model 
structure can be safely adRSWHG WRDFFXUDWHO\PLPLF WKHFHOO¶V
response under real-time conditions, while reducing 
unnecessary modelling complexity. 
 
Fig. 4. One-RC battery model 
Fig. 4 depicts a first-order RC equivalent-circuit battery 
model, named One-RC model hereafter, which consists of an 
OCV-SOC function Hܸ?H?O?O? to be defined later for the LTO 
cell in hand, ܴH? that describes the series-resistance of the cell 
and ܴH?||ܥH? branch which aims to capture the diffusional effects 
within the cell over the tested frequency band. Considering the 
model structure proposed in Fig. 4, the LTO FHOO¶VYROWDJH, ܸ O?ݐO?, 
in the time domain, can be defined using a set of linear time-
varying (LTV) equations, 
 Oܸ?H嘋?ൌ െ Hܸ嘋?O?ݐO?߬H? ൅ ܫO?ݐO?ܥH?ܸO?ݐO?ൌ Hܸ?H?O?O?െ Hܸ嘋?O?ݐO?െ ܫO?ݐO? ? Hܴ?O? (3) 
where Hܸ嘋?O?ݐO? is the transient voltage drop across ܴH?||ܥH?, ߬H?ൌܴH?ܥH? is the time constant associated with the diffusional effects 
and ܫO?ݐO? is the throughput current. 
C. Offline Model Parameterisation 
In order to investigate the SOC-dependency of the LTO cell 
model parameters and set the initial conditions for the dual-EKF 
estimator, the nonlinear Levenberg-Marquardt algorithm [10] 
was used to fit the One-RC model to the EIS-obtained data over 
the cHOO¶V HQWLUH 62& UDQJH RI -100%. Subsequently, the 
model parameters ܴH?, ܴH? and ܥH? were identified.  
Fig. 5 demonstrates the frequency-domain performance of 
the One-RC model with the parameters identified at 25°C and 
50% SOC. The curve-fitting was performed over the negative 
imaginary plane, where meaningful insights regarding the 
internal series-resistance  and  diffusional  properties  of  the  cell 
 
Fig. 5. Impedance spectrum for 20 Ah LTO cell, showing EIS-obtained data 
and One-RC model fit for  ? ൑ ݂ ൑ ? ? ? 
FDQ EH SURYLGHG QHJOHFWLQJ WKH FHOO¶V LQGXFWLYH reactance at 
frequencies above 5 Hz. Evidently, the chosen RC model order 
of one is capable of accurately simulating the frequency 
response of the LTO test cell, with a root-mean-square error 
(RMSE) term of only 0.1182 P 7KH 506( WHUP ZDV 
calculated using (4), where ߱ H?ൌ  ? ൈ ߨ ൈ  ? rad/s and ߱ H?ൌ  ? ൈߨ ൈ  ?Ǥ ? ? ? rad/s. The fitting performance of the One-RC model 
for other SOC values can be found in Table I. 
 
ൌ ඩ  ?߱H?െ ߱H?න ൭ȁܼH?H?H?O?߱O?ȁ െ ȁܼH?H?H?O?߱O?ȁ൱H? ?݀ ݂ఠభఠబ  (4) 
 
TABLE I  
FITTING PERFORMANCE OF ONE-RC MODEL STRUCTURE AT SEVERAL SOCS 
SOC (%) 506(P  ?  ? ?  ? ?  ? ?  ? ?  ? ?  ? ?  ? ?  ? ?  ? ?  ? ? ? 
 ?Ǥ ? ? ? ? ?  ?Ǥ ? ? ? ? ?  ?Ǥ ? ? ? ? ?  ?Ǥ ? ? ? ? ?  ?Ǥ ? ? ? ? ?  ?Ǥ ? ? ? ? ?  ?Ǥ ? ? ? ? ?  ?Ǥ ? ? ? ? ?  ?Ǥ ? ? ? ?  ?Ǥ ? ? ? ?  ?Ǥ ? ? ? ? 
 
Fig. 6 presents the identified One-RC model parameters for 
the 20 Ah LTO test cell as a function of SOC; an inverse 
FRUUHODWLRQEHWZHHQWKHFHOO¶Vseries-resistance (ܴH?) and its SOC 
can be seen, except at 100% SOC, where ܴH? increases slightly. 
This phenomenon can be attributed to the poor charge 
acceptance of the cell when fully charged. In contrary to ܴH?, the 
variations in ܴH? and ܥH? with respect to SOC are more 
inconsistent, merely due to the fact that these two parameters 
aim to capture those intrinsically nonlinear diffusional reactions.  
 ൌ  ?Ǥ ? ? ? ?ȳ  
݂ ൌ  ? 
݂ ൌ  ? ? ? 
 
Fig. 6. Identified One-RC model parameters for LTO test cell at 25°C 
III. ONLINE BATTERY IDENTIFICATION AND SOC ESTIMATION 
Assuming a small sampling period  ?ݐ and discretised time 
step ݇, battery SOC can be defined in its discrete form as, 
 H?ൌ H?H?H?െ ൬ߟ  ?  ?ݐܳH?H?H?൰  ? ܫH? (5) 
where ܳH?H?H?ൌ  ? ? ? ? ൈ  ? ?Ǥ ? ? is the /72 FHOO¶V FROXPELF
capacity, ߟ is the columbic efficiency (assumed unity), and ܫH? is 
instantaneous current amplitude at discrete time-step ݇. In this 
paper, a recursive dual-EKF estimator [11] is designed to 
estimate SOC. To this end, an accurate relationship between the 
EDWWHU\¶V2&9DQGLWV62&QHHGVWREHHVWDEOLVKHG 
A. OCV Modelling 
In order to describe WKH/72FHOO¶V2&9 curve as a function 
of SOC, a pulsed-current test, similar to that reported in [11], has 
been applied herein. Fig. 7 presents the resulting OCV-SOC 
relationship for the LTO cell at 25°C, measured after 30 minutes 
RIYROWDJHUHFRYHU\DWHYHU\ǻ62& VWHS. In contrast to 
the flat OCV curves inherent to LFP cells [11], the LTO cell has 
a fairly steep and monotonic OCV-SOC relationship that will 
result in reduced modelling uncertainties, when using any online 
OCV-based SOC estimator (e.g. EKF).  
Another interesting fact about the observed OCV curve in 
Fig. 7 is that a dominant phase-transformation stage seems to 
occur between 50% and 70% SOC. To capture this phenomenon 
and be able to accurately model the OCV-SOC curve shown in 
Fig. 7 for online SOC estimation, in this paper, an eighth-order 
polynomial function is derived.  
 Hܸ?H?O?O?ൌ ݌H?ൈ H?൅ C? ൅ ݌H?ൈ  ൅ ݌H? (6) 
where coefficients ݌H?՜H? are realised through curve-fitting the 
polynomial given above to the experimentally-measured OCV 
data for both charge and discharge curves at 25°C. These 
coefficients are summarised in Table II. 
 
Fig. 7. OCV-SOC relationship for the LTO test cell at 25°C 
TABLE II  
OCV MODEL COEFFICIENTS IDENTIFIED AT 25°C  
Coefficient Value ݌H? ݌H? ݌H? ݌H? ݌H? ݌H? ݌H? ݌H? ݌H? 
 ? ?Ǥ ? ? ? െ ? ? ?Ǥ ? ?  ? ? ?Ǥ ? ? െ ? ? ?Ǥ ? ?  ? ? ?Ǥ ? ? െ ? ?Ǥ ? ? ?  ? ?Ǥ ? ? ? െ ?Ǥ ? ? ? ? ?  ?Ǥ ? ? ? ? 
 
B. State-Space Equations 
In order to use the dual-EKF algorithm for online battery 
identification and SOC estimation, the LTV equations given by 
(3) must be transformed into a discrete-time state-space form. 
 ܠH?ൌ C?H?ܠH?H?H?൅ C?H?ܝH?൅ ܟH?; ીH?ൌ ીH?H?H?൅ ܍H?; ܡH?ൌ C?H?ܠH?൅ C?H?ܝH?൅ ܞH? (7) 
where, assuming a sampling period of  ?ݐ, the state matrix ܠ, 
observation matrix E? and input matrix ܝ can be defined by (8), 
and the time-varying matrices C?H?, C?H?, C?H? and C?H? by (9). ܟH? ?ܰO? ?ǡ C?H?O? is the process noise, ܍H? ?ܰO? ?ǡ ઱H?O? is a small 
white noise that evolves the parameter matrix ી, and ܞH? ?ܰO? ?ǡ ܀H?O? is the observation noise. 
 ܠH?ൌ O?H? Hܸ嘋?ǡH?O?H?; ીH?ൌ O?ܴH?ǡH? ܴH?ǡH? ߬H?ǡH?O?H?Ǣ E?H?ൌ Hܸ?Ǣ ܝH?ൌ ܫH? (8) 
 C?H?ൌ O? ?  ? ? H݁? ?H?ఛభO? ǢC?H?ൌ C?C?C?C?
C? െ  ?ݐܳH?H?H?ܴH?ǡH?O? ? െH݁? ?H?ఛభǡೖO?C?C?C?C?
C?Ǣ 
C?H?H?ൌ ൤߲ Hܸ?H?O?H?O?߲H? െ ?൨ ǢC?H?ൌ ൣെܴH?ǡH?൧Ǥ 
(9) 
In order to compute the Kalman gain, C?H?H?, for the weight 
filter, total-differential expansion of the output function, Hܸ?, is 
required with respect to ી, which can be given recursively as, 
TABLE III  
IMPLEMENTATION OF DUAL-EKF ALGORITHM 
1. Initialisation: ܠොH?H?ൌ O?H?ǡ  ?O?H?ǡ ી෡H?H?ൌ O? Ǥ ? ? ? ?ǡ  ?Ǥ ? ? ? ?ǡ  ? ?Ǥ ? ?O?H? C?H?H?ൌ H?O? ൈ ? ?H?H?H?O?ǡ C?H?෤ǡH?H? ൌ H?O?  ?O?ǡ ܀H?H?ൌ H?O?  ?O? C?H?H?ൌ H?O? ൈ ? ?H?H?H?O?ǡ C?H?෩ǡH?H? ൌ H?O?  ?O?ǡ ܀H?H?ൌ H?O?  ? ?O? 
2. Time-update equations: ܠොH?H?ൌ C?H?H?H?ܠොH?H?H?H? ൅ C?H?H?H?ܝH?H?H?ǡ ી෡H?H?ൌ ી෡H?H?H?H?  C?H?෤ǡH?H? ൌ C?H?H?H?C?H?෤ǡH?H?H?H? C? H?H?H? ൅ C?H?H?ǡ C?H?෩ǡH?H? ൌ C?H?෩ǡH?H?H?H? ൅ C?H?H? 
3. Measurement-update equations: C?H?H?ൌ C?H?෤ǡH?H?O?C?H?H?O?H?ൣC?H?H?C?H?෤ǡH?H?O?C?H?H?O?H?൅ ܀H?H?൧H?H? ܠොH?H?ൌ ܠොH?H?൅ C?H?H?O?ܡH?െ C?H?H?ܠොH?H?െ C?H?ܝH?O? C?H?෤ǡH?H? ൌ O?E? െ C?H?H?C?H?H?O?C?H?෤ǡH?H?O?E? െ C?H?H?C?H?H?O?H?൅ C?H?H?܀H?H?O?C?H?H?O?H? C?H?H?ൌ C?H?෩ǡH?H?൫C?H?H?൯H?O?C?H?H?C?H?෩ǡH?H?൫C?H?H?൯H?൅ ܀H?H?O?H?H? ી෡H?H?ൌ ી෡H?H?൅ C?H?H?ൣܡH?െ C?H?H?ܠොH?H?െ C?H?ܝH?൧ C?H?෩ǡH?H? ൌ ൫E? െ C?H?H?C?H?H?൯C?H?෩ǡH?H?൫E? െ C?H?H?C?H?H?൯H?൅ C?H?H?܀H?H?൫C?H?H?൯H? 
 
 C?H?H?ൌ  Hܸ?ી ฬીೖH?ી෡ೖష ൌ ߲ Hܸ?߲ી෡H?H?൅ ߲ Hܸ?߲ܠොH?H? ?ܠොH?H?ી෡H?H?߲ Hܸ?߲ܠොH?H?ൌ ൤߲ Hܸ?H?O?H?O?߲H? െ ?൨߲ Hܸ?߲ી෡H?H?ൌ O?െܫH?H?H? ?  ?O?ܠොH?H?ી෡H?H?ൌ ൤ ?  ?  ? ? Hܽ?ǡH? ܽH?ǡH?൨
 (10) 
where ܽH?ǡH?ൌ ܫH?H?H? ?O? െ O? ݐȀ H߬?O?O? and ܽH?ǡH?ൌ O? ݐ H߬?H? ? O? ൫ Hܸ嘋?ǡH?H?H?െ ܫH?H?H?ܴH?൯  ? O?െ ?ݐ H߬? ? O?. Consequently, the LTO 
cell model parameters and states (including SOC) are estimated, 
in real time, using the recursive steps outlined in Table III, where C?H?෤ǡH?H? and C?H?෩ǡH?H? are given in their Joseph forms [11]. 
IV. EXPERIMENTAL VERIFICATION 
A. Dynamic Pulsed-Power Test Profile 
To assess the performance of the One-RC model for online 
LTO cell identification and SOC estimation, a dynamic pulsed-
power profile is devised based on a real-application UK grid 
frequency-support service, namely the Enhanced Frequency 
Response (EFR) service [12] that the 1 MWh LTO battery 
system at WESS provides. Fig. 8 presents a 24-hour cell power 
profile derived from a historical frequency dataset, namely that 
of 21st October 2015, which is scaled down for a cell according 
to the 2C rule, satisfying the requirements for a maximum  
power  equal  to WZLFHWKHFHOO¶V:DWW-hour  capacity, i.e.  ? ൈ ?Ǥ ? ൈ ? ? ൌ  ? ?. However, for the dynamic test profile 
used here, the peak power that the LTO cell has to withstand 
during discharge is ~29 W and that during charge is ~30 W.  
 
Fig. 8. Dynamic power profile derived from a real UK frequency support 
service delivered by grid-tie energy storage systems  
During an EFR service, the battery must be able to respond 
to both high and low frequency events, by importing and 
exporting power, respectively; thus, a SOC band of 45-55% is 
often desired. In this instance, prior to applying the LTO cell 
with the dynamic EFR profile, the cell was fully charged and 
then discharged to 50% SOC. Finally, the dual-EKF algorithm 
is implemented using the initial conditions given in Table III.  
The setup used to carry out the experimentations on the 2.3 
V 20 Ah LTO test cell consisted of a multi-channel Maccor 
4000-series battery tester with measurement accuracies of 
±0.02% for the voltage and ±0.05% for the current. Each channel 
has a voltage and current range of 0-20 V and ±10 A, 
respectively. The profile shown in Fig. 8 requires a maximum 
power of ~30 W which can result in a maximum current of 20 A 
when the cell is at its lowest voltage of 1.5 V. Thus, two Maccor 
channels were connected in parallel to suffice this requirement.  
B. Results and Discussion 
Fig. 9 presents the terminal voltage and OCV estimation 
performance of the One-RC cell model, when applied with a 
dual-EKF estimator. It indicates that the estimated terminal 
voltage tracks the measured profile very well, with the terminal 
voltage errors, shown in Fig. 9(b), being generally below 5 mV 
or 0.2% of the measured values. This excellent performance is 
owed to the recursive computation of the Kalman gains for both 
states and weight filters in Table III, which adaptively minimises 
an error term between the observed and estimated quantities. 
To verify the convergence and tracking capability of the 
online SOC estimator for the 20 Ah LTO cell in hand, three filter 
initialisation scenarios were tested; H? set to its true value of 
50%, H? set to an erroneous value of 20%, and H? set to an 
erroneous value of 80%. Fig. 10 presents the results under the 
three initialisation conditions, together with a plot of the 
calculated errors with respect to a reference SOC (Ref. SOC in 
Fig. 10) that was obtained by relying on the accuracy of the 
EDWWHU\WHVWHU¶VFXUUHQWVHQVRUVDQGXVLQJWKHFRXORPE-counting 
method. In all cases, an excellent agreement between the 
HVWLPDWLRQVDQGµ5HI62&¶FDQEHREVHUYHG7Kis is attributed 
to the perfectly captured OCV-SOC relationship by (6) and the 
high fidelity of the One-RC model structure as proven in Table 
I. Furthermore, under both erroneous SOC initialisation 
scenarios, the EKF achieves convergence to within ±5% error 
bounds after only 100 seconds of operation. This further verifies 
the robustness the designed EKF SOC estimator. 
 
Fig. 9. LTO cell terminal voltage and OCV estimation performance on a 
dynamic pulsed-power profile at 25°C 
 
Fig. 10. SOC estimation performance of EKF algorithm, demonstrating 
convergence under various initialisation conditions 
V. CONCLUSION 
This paper reported on the modelling and identification of a 
high-energy LTO cell, with a view to later on develop a 
comprehensive battery model for a 1 MWh BESS installed in 
the UK, which is comprised of 21,120 of the tested cells. 
Following a frequency-domain analysis using the EIS method, 
the LTO cell was found to have a dominant diffusional 
behaviour. A first-order RC model structure with only one long 
time-constant transient was then put forward to effectively 
UHSUHVHQW WKH FHOO¶V LPSHGDQFH UHVSRQVH over its entire SOC 
range. Thereafter, a dual-EKF estimator was deigned to verify 
the performance of the proposed one-RC model structure for 
online cell SOC estimation. Experimental results have shown 
that the combination of the one-RC model and the dual-EKF 
estimator can lead to excellent voltage and SOC estimation 
performance in the tested 2.3 V 20 Ah LTO cell, with a SOC 
convergence time of only 100 seconds, when tested on a 24-hour 
dynamic pulsed-power profile.  
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